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TURK STANDARDLARI ENSTITUSU

[1] MODUL B - AB TiP INCELEME BELGESI

MODULE B- EU-TYPE EXAMINATION CERTIFICATE
[2]  Muhtemel Patlayici Ortamda Kullanilan Teghizat Ve Koruyucu Sistemler Ile [lgili Yénetmelik (2014/34/AB)
Equipment or Protective System Intended for use in Potentially Explosive Atmospheres Directive 2014/34/EU

Bl AB Tip Inceleme Belgesi Numarast: TSE 19ATEX0132 X

EU-Type Examination Certificate Number:

(4]  Teghizat veya Koruyucu Sistem: 3 Fazh Asenkron Motor / Three-phase Asynchronous Motor

Equipment or Protective System: Tipler / Types: 71, 80, 90-S, 90-L, 100-L, 112-M, 132-§, 132-
M, 160-M, 160-L, 180-M, 180-L, 200-L, 225-MS, 250-M

51 Uretici: Gamak Makine Sanayi A.S.

Manufacturer: . ]

(61  Adres: Dudullu Org. San. Bélgesi Baraj Yolu Cad. No:2 Umraniye Istanbul
Address: TURKIYE

[71  Bu techizatin veya koruyucu sisteminin kabul edilebilir tipleri, belge ckinde ve belirtilen dokiimanlarda
tanimlanmistir. This equipment and any acceptable variation thereto is specified in the schedule to this certificate
and the documents therein referred to.

[81 1783 onaylanmig kurulus numarasina sahip TSE; Yonetmeligin Ek II béliimiinde verilen “Muhtemel Patlayic

Ortamlarda Kullanilan Techizat veya Koruyucu Sistemlerin Tasarim ve Yapisina Dair Temel Saglik ve Giivenlik
Gerekleri’ne uygun oldugunu onaylar.
Turkish Standards Institute Notified body number 1783 in accordance with Article 17 of the Council Directive
2014/34/EU of 26 February 2014, certifies that this equipment or protective system has been found to comply with
the Essential Health and Safety Requirements relating to the design and construction of equipment and protective
systems intended for safe use in potentially explosive atmospheres given in Annex 11 to the Directive.

Inceleme sonuglari agsagidaki rapor ile kayit altina almmugtir
The examination and test results are recorded in confidential Report No 2060-ATEX-162/2019-01

(91  Temel saglik ve giivenlik sartlan gereklilikleri agagida belirtilen Standard(lar)a gore saglanmigtir:
Compliance with the Essential Health and Safety Requirements has been assured by compliance with:

EN 60079-0:2012+A11:2013, EN 60079-1:2014, EN 60079-31:2014

[101  Eger “X” isareti belge numarasindan sonra yer altyorsa, bu teghizat veya koruyucu sistemin belge ekinde belirtilmis
giivenli kullanimla ilgili 6zel sartlar1 kapsadigini belirtir.

If the sign “X is placed afier the certificate number, it indicates that the equipment or protective system is subject
to special conditions of safe use specified in the schedule to this certificate.

(11 2014/34/AB Yénetmeligi EK III’e gore diizenlenen bu belge, teghizat veya koruyucu sistemin tasarim, muayene
ve testleriyle ilgilidir. Yénetmeligin gerekleri iiretim siirecini ve bu techizatin veya koruyucu sistemin tedarik
edilmesini de kapsar ancak bu hususlar belgenin kapsaminda degildir.

This EU-TYPE EXAMINATION CERTIFICATE relates only to the design, examination and tests of the specified
equipment or protective system in accordance to the directive 2014/34/EU.

Further requirements of the Directive apply to the manufacturing process and supply of this equipment or
protective system. These are not covered by this certificate.

[12]  Teghizatin veya koruyucu sistemin isaretlemesi agagidakileri igermelidir:

The marking of the equipment or protective system shall include the following:

112G Ex db IIC T4 Gb
11 2D Ex tb IIIC T135 °C Db

-20 °C< Tamb <+40 °C

0-19/174507 SEZAi DOGAN
i Direktifler Miidiirii
T \ i lnceleme Belgesinin son gegerlilik tarihi: 02.09.2024 Director of Directives
=T, t.L‘E'U’!j?pe Examination Certificate is valid till: 03.09.2019

Bu belge sadece tamamini igerecek sekilde ve higbir degisiklik yapilmadan ekiyle birlikte gogaltilabilir.
This certificate may only be reproduced in its entirety and without any change, schedule included.
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Bu belge hichir suretle tahrif edilemez, kismen veya okunmasini zorlastiracak sekilde ¢ogalhlamaz, kazint ve silinti yapilamaz.
This certificate cannot be altered, partially dublicated ov ereased for misunderstanding.



